Insulated Pipe

3M FB-3000 WT Sealant

Mineral Wool Sleeve Extension
Coupling Concrete
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Base / o Fire Ring

Line Set (By Others) Fire Stop Material

CABLE & LINE SET FIRESTOP SLEEVE
CAST-IN-PLACE SLEEVE

THE HOLDRITE® HYDROFLAME™ LINE SET FIRESTOP SLEEVE IS A UL
LISTED FIRESTOP DEVICE FOR USE WITH LINE SET PIPING AND TUBING

OR FOR CABLES PASSING THROUGH A CONCRETE SLAB FLOOR. SEE UL
SYSTEM DRAWINGS FOR DETAILS.

THIS INFORMATICN IS PROPRIETARY TO HOLDRITE AND IS SUBJECT TO CHANGE
WITHOUT NOTICE. IT MAY NOT BE REPRODUCED IN PART OR WHOLE WITHOUT
WRITTEN AUTHORIZATION
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__/ SLEEVING SYSTEMS

800-321-0316 OR 760-744-6944 | FAX: 760-744-0507 / WWW.HOLDRITE.COM / 50-005560-100, RevC (Line Set Firestop Sleeve)
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